
Operator prepares 

for pellet transfer

11/21/19  11:35

Operator selects 

pellet silo #1

11/21/19  11:45

Operator opens 

diverter valve to 

pellet silo #1

11/21/19  11:48

Pellet transfer 

begins

11/21/19  11:50

Operator monitors 

pellet silo #1 level

11/21/19  11:50

Pressure 

blower trips 

breaker       

11/21/19 12:44

Operator resets 

pressure blower 

breaker

11/21/19  12:55

Operator restarts 
pellet transfer

11/21/19  13:00

Pressure blower 

trips breaker       

(2nd time)

11/21/19  13:02

Operator stops 
pellet transfer

11/21/19  13:10

Maintenance crew 

inspects conveyor 

system

11/21/19  14:30

Technician inspects 
level transmitter

11/21/19  16:00

Operator assumed the 

level transmitter is 

functioning properly

Level transmitter indicated 

pellet silo #1 10% full

High amp load present

Conveyor line plugged

Pellet silo #1 completely full

Level transmitter out of 

calibration

FF

Pneumatic Conveyor Failure 

Sequence of Events
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